KOPOS KOLIN a.s.

Havlickova 432
CZ - 280 94 Kolin IV

Protocol number:
Date of publication:

Test protocol

Product WIRING TRUNKING

Type LHD 40X20_H-

Production order number

Customer order number

Producer KOPOS KOLIN a.s.
Tests performer to date 19 — 26. 6. 2020
Total made pcs )
Test prescription CSN EN 50 085-1
| Special conditions | Temperature resistance, scope of application (°C) +60/-40

Description of tests:

Test in compilance with CSN EN 50 085-1 parts :

7. Marking — visual tests

8. Dimensions - measurement according to the drawing documentation
9. Structure visual test

10. Mechanical Properties

Measurement results

7. Marking — all sings are readable — result OK
8. Dimensions - In compilance with drawing documentation — result OK
9. Structure — without sharp edges — result OK
10. Mechanical Properties
10.3 impact test strength — tested by typical arrangement described in CSN EN 50 085-1.
Impact energy 0,5J.
Special conditions for section 10.3.1.1 +60°C
for section 10.3.1.2 -40°C

- result OK

Zaveér:

This protocol is for information only. We are not a certified laboratory.

The products have passed all prescribed tests.

Protocol processed Tomas Krej€ik

Date 1.7.2020
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Protocol aproved by Tomas$ KrejCik

Date 1.7.2020
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Spole¢nost je zapsana v obchodnim rejstfiku vedeném Méstskym soudem v Praze, oddil B, viozka 3689.



